DOCUMENT 00910

ADDENDA
ADDENDUM NUMBER 7
DATE: March 23, 2016
PROJECT: Master Pump Station Rehabilitation
OWNER: City of Clewiston
ENGINEER: Johnson-Prewitt & Assoc., Inc.
TO: Prospective Bidders

This Addendum forms a part of the Contract Documents and modifies the Bidding Documents
dated June 2014 with amendments and additions noted below.

Acknowledge receipt of this Addendum in the space provided in the Bid Form. Failure to do s0
may disqualify the Bidder.

CHANGES TO THE PROJECT MANUAL

None

CHANGES TO DRAWINGS

None

ADDITIONAL COMMENTS

The following list of 6 questions that have been received are answered in the bold text after each
question.

Which soil boring in the Appendix I is representative of the work site?
Soil boring B-18 is located at master pump station site.
Will the City provide the mounts for the control panel?

The panels will be supplied with 16” legs on all sides. These legs will have three bolt holes
for the contractor to screw anchor bolts down into the existing concrete slab.

The plans show a transition from 10” to 14” inside the valve vault. However, there appears to be
another transition from 14” to 16” prior to the Mag Meter. Where is that transition and how is it
made?

The transition from 14” to 16” shall occur between the valve vault and the 16” elbow

leading to the MAG meter. The reducer is drawn on sheet 19 D-401 just outside the valve
vault.

00910-7 Addenda




4. Addendum Number 6 states that the City of Clewiston can waive the permit fees. Will they?

The City has committed to waiving the building permit fees paid te the City. The
contractor will be responsible for any other permit fees.

5. The plans and specifications are still not clear about the coatings to be applied to the exterior and
interior of the pump station and valve box. Will the rubberseal membrane be required for the
interior of the lift station? What coatings are acceptable for the exterior and the interior?

The rubberseal membrane is not required. The exterior can be coated with Coal Tar
Epoxy. The interiors can be coated with cementitious wetwell liner Mainstay ML-72 with
100% solids epoxy coating Mainstay DS-5. The interiors can alternatively be coated with
SewperCoat.

6. Will the project still bid on Tuesday March 29, 2016 at 2:00 PM EST?

Yes, sealed bids will be received until Tuesday March 29, 2016, 2:00 PM EST.

END OF DOCUMENT
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DOCUMENT 00910

ADDENDA
ADDENDUM NUMBER 6
DATE: February 24, 2016
PROJECT: Master Pump Station Rehabilitation
OWNER: City of Clewiston
ENGINEER: Johnson-Prewitt & Assoc., Inc.
TO: Prospective Bidders

This Addendum forms a part of the Contract Documents and modifies the Bidding Documents
dated June 2014 with amendments and additions noted below.

Acknowledge recéipt of this Addendum in the space provided in the Bid Form. Failure to do so
may disqualify the Bidder.

CHANGES TO THE PROJECT MANUAL

The invitation to bid stating that sealed bids will be received up to the hour of 2:00 PM EST, on

the 17 day of September, 2015 is revised to receive sealed bids until Tuesday March 29, 2016,
2:00 PM EST.

Section 01025-2 D. 1. c. is amended to include the following sentence. The OWNER shall
furnish the pumps, rail system, hatch covers, control panel, and float controls. The City of
Clewiston will purchase these items for installation by the CONTRACTOR.

Only three (3) of the four (4) pumps shown in the plan set will be installed. The Master Pump
Station will be constructed to accommodate four (4) pumps including the rail system, piping in
the valve box; and piping to the first flange inside the pump station.

CHANGES TO DRAWINGS

None

ADDITIONAL COMMENTS

The following list of 21 questions that have been submitted are answered in the bold text after
each question.

The specifications are very in depth. For example a 10 day notice to the engineer is required to
schedule a test of the pumps at the build site. This can be done but adds to the cost. Are you

going to require this? Can this testing be relaxed?

The City will supply the pumps. No offsite testing is required with this bid.
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10.

Will the control panel include a SCADA system? What about the control panel specifications?
Not much is included. It can be made SCADA ready. New PC work station?

The control panel will be supplied by the City. It will be made SCADA ready. No SCADA
system is required and no computer work station is required.

Will the communications software be required to connect to third party applications as noted in
the PLC SOFTWARE SPECIFICATION on page 13300A-37

No communications software will be required.
Will explosion proof pumps be required? These add to the cost. (page 11308-6)

Explosion proof pumps are not required.

The hatch covers are not specified on the plans. What size shall they be? Should they be H20
Joading rated? Should a structural engineer look at the hatch covers because the span 12°7 Will
there be a hatch for each pump, & hatch for 2 pumps, double door set for the valves?

The hatch covers will be supplied by the City. There will be a hatch over each pump.

The underground piping material is not specified. Will it be C-9007

Any underground piping material not specified must meet the AWWA C900 specification.
What about the 2” line coming to the wet well?

This is the line from the reverse osmosis water treatment plant that delivers reject water to
a small lift station just east of the master lift station. The lift station should be bypassed so
the reject water can gravity flow in from the water plant.

The details specify piping going through the walls with grout and with wall sleeves. Which is it?

The piping going through the walls will be sealed with non-shrink grout.

There is nothing about demolition on the plans. That might cost a lot to remove the existing
station.

Demolition of the existing lift station will be left to the City.
Is the 1,192 GPM at 70 ft. T.D.H. specification for each pump or for the pump system together?

Each pump will be capable of 1,000 GPM at 60 ft. T.D.H. The pumps will be supplied by
the City.
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11.

13.

14.

15.

16.

17.

18.

The scope of work in the invitation to bid mentions bypass pumping but the plans and

specifications don’t. It doesn’t appear that bypass pumping is necessary. What should we
expect?

Bypass pumping is not anticipated. The existing lift station will operate until the new Iift
station is activated.

. Are the pumps variable speed pumps or not? Need more specifications on the pumps.

The pumps are not variable speed. The City will supply the pumps.

The specifications call for Vinyl ester coatings. Will this be the only coating accepted? Page 19
D-502 notes “Coat Interior walls of lift station with Kopper 300M”.

Coatings for concrete and masonry must meet the requirements of Section 09900 Part 2 E.
The interior wall coatings shall meet the requirements of Section 09900 Part 2 E. 3.

After reviewing the coatings specifications for submerged concrete with raw sewage there are
two specifications. According to the paint coating system index 33 and 33A. Please verify that
either one of these specified coatings can be used for the new manhole, valve vault and lift
stations interior coatings. Please also verify the coatings for the interior of valve vault. |

The exterior wall coatings shall meet the requirements of Section 09900 Part 2 E. 4. The
interior wall coatings shall meet the requirements of Section 09900 Part 2 E. 3.

Also verify the precast concrete exterior coatings.

Exterior precast concrete shall be coated in accordance with Section 09900 Part2 E. 2.
above ground and in accordance with Section 09900 Part 2 E. 4. below ground.

OSHA regularly requires fall protection grates and davits for this type of installation. 'Will this be
required?

Fall protection grates and davits are not required.

Will the project require % woman owned business or can the wording be changed to encourage?
Does the City have a list of pre~qualified women owned businesses?

Each bid must be accompanied by a completed Section 00413, Utilization of Minority and
Woman Owned Business Enterprises. The percentages reported on this form will be
utilized in awarding the bid as required by the grant.

Permit Fees, will the cost be handled by the contractor?

The contractor will be responsible for all permit fees. Any permit fee required for working
inside the City of Clewiston can be waived by the City.
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19.

21.

Existing generator to ATS, seems that there will be conduit and wire in way of new lift station.

Clarify.

The City of Clewiston electric department can move or temporarily relocate any electrical
conflicts to accommodate the work. The connection between the existing generator and the
automatic transfer switch is not anticipated to be a problem.

. Plans indicate fire cured clay bricks and non-shrink wall sleeves. Is this right?

Where pipe penetrates the concrete walls, the hole will be sealed with nop-shrink grout.
Fire cured clay brick may be used.

Level indicators, will they be floats or level probes?

Level probes will be installed to indicate waste water level in the lift station. Floats will be

installed as a backup to the level probes. The City will supply the level indicators for
installation. .

END OF DOCUMENT
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DOCUMENT 00910

ADDENDA
ADDENDUM NUMBER 3
DATE: Jammary 4, 2016
PROJECT: Master Pump Station Rebabilitation
OWNER: City of Clewiston
ENGINEER: Johnson-Prewitt & Assoc., Inc.

TO: Prospective Bidders

This Addendum forms a part of the Confract Documents and modifies the Bidding Documents
dated June 2014 with amendments and additions noted below.

Acknowledge receipt of this Addendum in the space provided in the Bid Form. Failore to do so
may disqualify the Bidder, :

CHANGES TO THE PROJECT MANUAL

The imvitation to bid stating that sealed bids will be received up to the hour 0f2:00 PM EST, on

the 17™ day of September, 2015 is revised to receive sealed bids until Thursday February 25,
2016, 2:00 PM EST.

CHANGES TO DRAWINGS
Nope
ADDITIONAL COMMENTS

None

END OF DOCUMENT
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DOCUMENT 00910

ADDENDA
ADDENDUM NUNMBER 4
DATE: . December 4, 2015
PROJECT: Master Pump Station Rehabilitation
OWHNER: City of Clewiston
ENGINEER: Johmson-Prewiit & Assoc., Inc,
TO: Prospective Bidders

This Addendum forms & part of the Contract Docaments and modifies the Bidding Documents
dated June 2014 with amendments and additions noted below.

Aclmowledge receipt of this Addendnm in the space provided in fhe Bid Form. Failore to do so
may disqualify the Bidder,

CHANGES TO THE PROJECT MAWUAL

The hrvitation to bid stating that sealed bids will be received up to the hour of 2:00 PM EST, on

the 17® day of September, 2015 is revised to recsive sealed bids uotll Thursday Janunary 7,
2016, 2:00 PM EST. :

CHAMNGES TO DRAWINGS
None
ADDITIONAT COMMENTS

None

END OF DOCUMENT
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DOCUMENT 00910

ADDERDA
ADDENDUM NUMEER 3
DATE: October 28, 2015
PROJECT: WMasier Pump Station Rehebilitation
OWNER: City of Clewiston
ENGINEER: Johnson-Prewitt & Assoc., Inc,
O Prospective Bidders

This Addendum forms & part of he Contract Docwmexnts and modifes the Bidding Documeris
dsted June 2014 with amentments znd additions noted below.

Adlnowledse receipt of this Addendom in the space provided in the Bid Form, Failare to do so
may disgualify the Bidder, .

CHANGES TO THE PROJECT MANUAL

The {myitstion to bid stefing that sealed bids will be received up io +he bour of 2:00 PM EST, on
the 17" day of September, 2015 is revised i receive seeled bids umfil Teesday December B,
2015, 2:00 PMLEST.

CHANGES TO DRAWINGS
Nome
ADDITIONAL COMMENTS

Mone

END OF DOCUMENT
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DDCTRMENT 00510

ADDENDA
ADDENDITIM NUMEER 2

DATE: Octeibar b, 2015

PROIECT: Winstey Prmp Stefion Rebehefion

OWHER: ity o Clewiston '

ENGINEER: Somsnn-Previtt & Assoe., oo,

O Prospecive Fidhes K

Thita A diffentimn Srme B pk o fhe Contant Dooments i mofiies fe Biffing Dosumens

Antndl Tone 2014 with pmendments end sdifioms poied bélow.

Acknrwiedse reveipt of fhis Addenfiem in fis space provided 4n The Bid Fovm, Feilore o do so

ey Gegpatiy fhe Bidder.

CHANGES TO THE PROTECT MAWIAL

T Systafion o i stefim st sesled Bids will be recdived o fhe howr of2:00 BRLEST, oa
. e 17" duy of Bepiember, 2015 = revised o rensive sedled bifs ool Thrstay Novewber 5,

2715, 2:00 EMLEST,

CHAMGEEE TO DRAWINGS
Hooe
ADDITIONAT: COMMBENTE

Tome

END OF DOCUMENT
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DOCTIVENT 00910

ADDENDA
ATDENDUN WUMEER. 1
DATE: Beptewher 11, 2015
FROJECT: Wingter Py Bistirn Rehebilisim
OWHER: City of Clewision
ENENEER:  Jchbm-Prewit & Assot., oo,
T Prospenitve Bidders

This Addendum fms & part o foe Confract Dopmuents @il mpfifies The Biddng Doomrmsmss
. Atad. Sreme D014 with amenfments and aififions noed behow.

Arimowisfipe rensipt of his Addentnm 1 fm spanE provided in fip Bid Fomm. Pailnre io do sp
ey fisgnelify fie Bidder. )

CEANGES TO THE PROJECT MAWUAL

The smyiiEtion to Hid stefing fhet sedled Bids will b rensivel up to e honr of 2:00 FMLBET, oo,
fim 17" ey G Bepieiber, 2015 15 yevised io zeveive sedlad bids il Thersiay October 15,
2015, 2:00 PMLEST.

CHANGES T0 DRAWINGS
None
ATIITTEONAT, COMMENTS

Home

END OF DOCUMENT
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THVELATION TO BID

FOTICE IS BEREEY GIVEN fhat &e Cify of Cliewiston, hereinafier called the OWNER, will
rencive sedled proposels (bids) wp o e howr of 2:00 BM ERT, on the 17fh dey of Bepramber,
2{15, Fo femiehng transpori=tion, rmaterials, eguipment, Jebor, pervioes, and sopplics peneseEary o
somsinnt fhe PROTECT winich s desoribed brielly & Tollows

City of Clewiston Master Prmp Stefion Eehebiliation

oo of Work inchnds bt is not mted o modifieations to foe Cify of Clowision's Wister Lk
Stafion molnding but pot Ymied to e new HE stafion, temporery bypess promping, demofifion,
ejeckvics] mprovemenis, resoration, and other refated work.

Bids will be revetved at Clewiston City Hall, 115 ‘West Vermra Avenue, Clewiston, FL 33440 and
upened eod vead Hlond &t sarme Jooation 5t 2:00 PM. The bid opening will be public.

S it sl oomform to and be Tesponsive o fhe Coptract Dovmnents for the FROJBCT and
st e pronmperied by fhe security refarred totherein.

A pop-mandufery pre-bid comference will be held wn Awgnst 12, 2015 =t 2:00 PML =i
Clewistom City Ball, 115 West Veniura Averne, Ciiy Conmmrission. Chambers, Clewiston, FL
3544, Tmterested parties sre enconraged toatiend, )

Copies of the Comiract Dpvnmeris &re o1 fie end may be spamined et the office of Jolmsod-
Prowit & Asson., Toc., 850 W, Ventma Avenme, Clewision, Florida 33440, (863) BE3-9188.

Copies mey be prchased s he office of Johnsan-Prowiit & Assoc, Inc. by non-refimidable
peyment of § 300,00 per printed sst (% 50,00 digitel only).

Hrch bid or proposal shall be mede oul o mibmified on & fom frmidhed as pert of the Confract
Docmments (Gophioete forms not reguired), el romst be soomrpamied by & cadder's dbecl, or
vertied cheok, or & bidders bond in the amount sperified o fhe Hid Foom, mede payeble to he
order of, ur Torthe benefit of, the OWIER, &t the case mey be, Said check or bood shell be given
o5 puarares fhit the bidder will enterimto B comiract with the OWINER if awarded the work, eod
will be feclared forfited e snooessi] bidder refises to enter inio smd comract,

Tth?dWNER reserves the Tight to rejest amy and &l bids and to waive my end all itegdiarty n
any Hd,




